Temperatures in compressor and evaporator are the same at 76°F. Vapor pressures are different, allowing refrigerant to migrate and mix with the oil in the crankcase.

The crankcase heater is applied, raising the temperature of the oil in the crankcase. This reduces the oil's ability to attract and hold refrigerant.